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6. Bearing test

6.1 Server cabinet :Subracks bearing test
6.1.1 Testrequirement : Sample status: install the foot status;

two 150 kg heavier standard weights placed in the each subframe to test 5 subframes:
The whole cabinet is carrying 1500 kg; :
Maintain 72h, there should be no any abnormal appearance and structure.

6.1.2 Judging basis . Maintain 72h, there should be no any abnormal appearance and structure.
6.1.3Test result . Test for 72h, the appearance and structure of the Server cabinet is normal
6.1.4 Test conclusion . Pass
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